7eEv10101e.dotm

Physikalisch-Technische Bundesanstalt

Braunschweig und Berlin

1st SUPPLEMENT
according to Directive 94/9/EC Annex lIl.6

to EC-TYPE-EXAMINATION CERTIFICATE PTB 07 ATEX 1019

(Translation)

Equipment. Terminal box, type EAC 00xx

Markingg € 012G Exell T6 or T4
12D ExtD A21 IP65 T80 °C or T130 °C

Manufacturer: Drager Safety AG & Co. KGaA
Address: Revalstralle 1, 23560 Lubeck, Germany

Description of supplements and modifications

The terminal box of the type EAC 00xx has been re-examined on the basis of standards
EN 60079-0:2012, EN 60079-7:2007 and EN 60079-31:2009.
The marking therefore changes to:

@ N2G ExellCT6, T4 Gb
@ 12D ExtbllC T80 °C, T130 °C Db

Technical data

Rated voltage ... upto 40V

Rated current........ccoooooiiii max. 5A

ConduCtor SiZe ......coooovviiiiiiiiiiiineiv e max. 2.5 mm?
Ambient temperature ... subject to temperature class

-40°C to +40°C, T6
-40°C to +80°C, T4

Protection against solid foreign objects,
waterand contact ............ocooiii P85 in accordance with EN 60529

Applied standards
EN 60079-0:2012, EN 60079-7:2007, EN 60079-31:2009

Braunschweig, June 6, 2013

Sheet 1/1

re and official stamp shall not be valid. The certificates may be circulated
ire subject to approval by the Physikalisch-Technische Bundesanstalit.
spute, the Gemman text shall prevait.

Physikalisch-Technische Bundesanstalt « Bundesallee 100 * 38116 Braunschweig * GERMANY



