
 

Revision List 

referred to on Certificate No.: 968/FSP 1374.04/22 

Product tested: REGARD 7000  

 

Dräger Safety AG & Co. KGaA  TÜV Rheinland Industrie Service GmbH 
Revalstraße 1  Automation - Functional Safety (A-FS) 
23560 Lübeck / Germany  Am Grauen Stein 
 Page 1 of 5 51105 Köln / Germany 
File: FSP_1374_04_22_RL_2022_07_12.docx   

 

Safety related modules / components 

 

Type Designation Description Rev. Hardware Rev. Firmware Report–No.: Certification 
Status 

83 22 286 Docking Station 8-Slot V1.0 - 968/FSP 1374.00/17 Valid 

83 22 320 Docking Station 4-Slot V1.0 - 968/FSP 1374.01/18 Valid 

83 24 001 4-20 mA Input Module  V1.0 

01.00.01 968/FSP 1374.00/17 Valid 

01.01.02 968/FSP 1374.01/18 Valid 

01.01.04 968/FSP 1374.03/21 Valid 

01.01.06 968/FSP 1374.04/22 Valid 

83 27 250 4-20 mA Input Module / HART V1.0 

01.01.02 968/FSP 1374.01/18 Valid 

01.01.04 968/FSP 1374.03/21 Valid 

01.01.06 968/FSP 1374.04/22 Valid 

83 24 003 Digital Input Module  V1.0 

01.00.01 968/FSP 1374.00/17 Valid 

01.00.03 968/FSP 1374.01/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

83 23 250 /  
83 24 874 

Relay Module 24 V DC / 24 V DC complex  V1.0 

01.00.01 968/FSP 1374.00/17 Valid 

01.00.03 968/FSP 1374.01/18 Valid 

01.00.07 968/FSP 1374.02/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 
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Type Designation Description Rev. Hardware Rev. Firmware Report–No.: 
Certification 

Status 

83 24 001 /  
83 24 875 

Relay Module 240 V AC / 240 V AC complex V1.0 

01.00.01 968/FSP 1374.00/17 Valid 

01.00.03 968/FSP 1374.01/18 Valid 

01.00.07 968/FSP 1374.02/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

 

Passive components (Terminal Blocks, Slotcover) and pure network components (Long Distance Gateway Sets) are not listed here but 
can be used in safety functions. 
 
Non-safety related (non-interfering) modules / components  

 

Type Designation Description Rev. Hardware Rev. Firmware Report–No.: Certification 
Status 

83 24 870 Bridge Module  V1.0 

01.00.02 968/FSP 1374.00/17 Valid 

01.00.03 968/FSP 1374.01/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

83 24 872 Modbus RTU Gateway Set V1.0 

01.00.01 968/FSP 1374.00/17 Valid 

01.00.06 968/FSP 1374.01/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 
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83 28 191 Profibus DP Gateway Set V1.0 

01.00.06 968/FSP 1374.01/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

83 28 196 Profinet Gateway Set V1.0 

01.00.06 968/FSP 1374.01/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

83 28 200 Modbus RTU Master Module V1.0 

01.00.07 968/FSP 1374.02/18 Valid 

01.00.09 968/FSP 1374.03/21 Valid 

01.00.11 968/FSP 1374.04/22 Valid 

 
  



 

Revision List 

referred to on Certificate No.: 968/FSP 1374.04/22 

Product tested: REGARD 7000  

 

Dräger Safety AG & Co. KGaA  TÜV Rheinland Industrie Service GmbH 
Revalstraße 1  Automation - Functional Safety (A-FS) 
23560 Lübeck / Germany  Am Grauen Stein 
 Page 4 of 5 51105 Köln / Germany 
File: FSP_1374_04_22_RL_2022_07_12.docx   

 

Software tools 
 

Type Designation Description SW Revision Report–No.: Certification 
Status 

83 26 850 /  
83 28 255 

Advanced Dashboard 6RU /  
Advanced Dashboard 6RU Basic Unit 

01.00.00 968/FSP 1374.00/17 Valid 

01.03.00 968/FSP 1374.01/18 Valid 

01.04.00 968/FSP 1374.02/18 Valid 

83 26 860 /  
83 28 260 

Advanced Dashboard PM /  
Advanced Dashboard PM Basic Unit 

01.00.00 968/FSP 1374.00/17 Valid 

01.03.00 968/FSP 1374.01/18 Valid 

01.04.00 968/FSP 1374.02/18 Valid 

83 27 840 /  
83 28 250 

Standard Dashboard 3RU /  
Standard Dashboard 3RU Basic Unit 

01.03.00 968/FSP 1374.01/18 Valid 

01.04.00 968/FSP 1374.02/18 Valid 

37 06 706 /  
37 06 704 

REGARD 7000 Dashboard /  
REGARD 7000 Dashboard Basic Unit 

01.06.02 968/FSP 1374.04/22 Valid 

83 28 197 REGARD Configuration Software 01.04.07 968/FSP 1374.04/22 Valid 

  



 

Revision List 

referred to on Certificate No.: 968/FSP 1374.04/22 

Product tested: REGARD 7000  

 

Dräger Safety AG & Co. KGaA  TÜV Rheinland Industrie Service GmbH 
Revalstraße 1  Automation - Functional Safety (A-FS) 
23560 Lübeck / Germany  Am Grauen Stein 
 Page 5 of 5 51105 Köln / Germany 
File: FSP_1374_04_22_RL_2022_07_12.docx   

 

Safety Manual / User documentation 

 

Document No. Description Revision Report–No.: 
Certification 

Status 

90 33 497  Dräger REGARD 7000 – Safety Manual 
January 2017 968/FSP 1374.00/17 Valid 
January 2018 968/FSP 1374.01/18 Valid 

90 33 471 Gebrauchsanweisung - REGARD 7000 

August 2016 968/FSP 1374.00/17 Valid 

January 2018 968/FSP 1374.01/18 Valid 

March 2018 968/FSP 1374.02/18 Valid 

 

Restrictions and conditions for use as gas warning appliance according to EN 50104:2010 
 
- For each channel, the relays for the alarm with the highest safety significance must be configured latching 
- Relay outputs for safety-related switching operations must be configured in such a way that they cannot be reset when an alarm condition is present. 
- The "Underrange minimum" parameter must not be set below 3.2 mA 
- Suppression of indication exceeding the limits of EN 50104 shall not be configured 

 
 
Revision:  
 

Date Rev . Description / Changes Author 

2017-02-09 1.0 Initial creation, based on Report-No.: 968/FSP 1374.00/17 lie/A-FS 

2018-01-31 1.1 Hard- and Software modifications, based on Report-No.: 968/FSP 1374.01/18  l ie/A-FS 

2018-04-05 1.2 Additional Type Designation  and modified Description for Dashboards, no Hard- or Software modifications lie/A-FS 

2018-06-14 1.3 Software modifications on Relay Module and additional Modbus RTU Master Module, based on Report-No.: 968/FSP 1374.02/18 lie/A-FS 

2021-05-02 1.4 Software modifications, new dashboard variant, added configuration software  l ie/A-FS 

2022-07-12 1.5 Added updated firmware 01.01.06 and 01.00.11, based on Report-No.: 968/FSP 1374.04/22 Rud/A-FS 

 


